
Project Name: 
  City Hall Building Damage Repairs 

Hurricane Harvey Recovery 
CITY OF PRAIRIE VIEW  

 
Bid Addendum# 5. 
 
Please see the attached photo for the location of Automatic Transfer Switch (ATS). The size of 

an awning above the ATS has to be at least 5 feet x 12 feet (5’ x 12’). 
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